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ADDENDUM #2

REQUEST FOR PROPOSALS
NO. 2023-008

Effective: October 26, 2022

Solicitation Title: Elevator Replacement Design
Issued By: City of Gaithersburg

Procurement Division
31 S Summit Avenue
Gaithersburg, Maryland 20877

The purpose of this Addendum is to publish the questions received regarding this solicitation and the 
associated responses. This Addendum is incorporated into and made part of the above named 
Request for Proposals. The City is not responsible for the content of the questions and has provided 
the most comprehensive answers based on the interpretation of the questions.

1. The following information is amended in this addendum:

Section 2.3., Para. F.i. of the solicitation, is replaced in its entirety as follows:

Performance Requirements:

i. Hydraulic elevator shall have an operating maximum speed of 150 feet per minute. A 
tolerance of no more than plus or minus 3 percent of operating speed under any loading 
condition shall be deemed acceptable. 

2. The following are questions received regarding this solicitation and the City’s response:
Q.1. Section 2.3, E, states “The City would prefer to keep the existing hoist way piston 

in the mechanical room. All other components shall be new. No used parts or 
previously installed parts will be accepted.” The pistons are not in the machine 
room but we assume you do NOT want to keep the pistons since they are original.
A. The City would need to be shown a viable reason to replace the pistons. They 

normally last for decades unless the seals are broken or damaged. If the designer 
can show the City that the pistons are failing, then we would consider adding them 
to the list of items that will need to be replaced.

Q.2. Hydraulic elevators cannot have a car speed of 350 Feet Per Minute, maximum 
speed is typically 150 FPM, is this a typo?
A. See Item #1 of this addendum.

~ END OF ADDENDUM ~




