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ADDENDUM #1 

REQUEST FOR BIDS (RFB) 
NO. 2024-012 

 
Effective: April 17, 2024 
 

Solicitation Title: Manor House Roof Replacement, Ridge Beam, and Painting 
 

Issued By: City of Gaithersburg 
Procurement Division 
31 S Summit Avenue 
Gaithersburg, Maryland 20877 

 
 

The purpose of this Addendum is to publish the questions received regarding this solicitation and the 
associated responses. This Addendum is incorporated into and made part of the above named 
Request for Proposals. The City is not responsible for the content of the questions and has provided 
the most comprehensive answers based on the interpretation of the questions. 

 
 

Below are the questions received and the City’s response: 
 

Q.1. Does contractor need to use chemical or heat methods of lead removal? 
A. The City’s preferred method is for the contractor to scrape any loose paint and 

then encapsulate what cannot be removed by scraping.   
 

Q.2. Will the city be providing lead paint testing and if so, will testing be done prior to 
bid due date? 

A. The City has hired a contractor to perform lead paint testing on the exterior of the 
building and lead paint was found on the windows, doors, and soffit. No lead paint 
was found on the trim or wall surfaces.   
 
 

Q.3. Is bridging/blocking joists/rafters apply only to kitchen addition attic or to the first 
story ceiling/second story floor also need to have blocking/bridging as well? 

A. Bridging and blocking is intended only to apply to the roof framing to maintain 
stability and alignment of rafters. 2nd Floor/Kitchen ceiling does not require 
additional bridging or blocking as the floor/ceiling sheathing is intended to 
remain in place. 

 

Q.4. Are the black window shutters to be painted also? 
A. Yes, the black window shutters are to be included in the painting scope of work.  

 

Q.5. Does anyone know if there is metal roofing under the asphalt roof? 
A. The City pulled back the asphalt shingles in a few locations and it appears there 

is only plywood under the asphalt shingles. It is unknown how many layers of 
asphalt shingles have been installed. The metal and cedar shakes visible on the 
rear of the building from the ground are a temporary patch from a prior roof leak.  
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Q.6. Will lead testing be done only on exterior of building structure or will the shutters 
also be treated? 

A. The City has hired a contractor to perform lead paint testing on the exterior of the 
building and lead paint was found on the windows, doors, and soffit. No lead paint 
was found on the trim or wall surfaces. The shutters were not tested for lead 
paint. 
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