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ADDENDUM #1 

REQUEST FOR BIDS 

NO. RFB2025-010 

 
Effective: November 19, 2024 

Solicitation Title: Public Works Roof Replacement-Third Floor Wing 

Issued By: City of Gaithersburg 
Procurement Division 
31 S. Summit Avenue 
Gaithersburg, Maryland 20877 

 
This Addendum is incorporated into and made part of the above named Request for Bids 
(“Solicitation”).  The purpose of this Addendum is to publish the questions submitted by Bidders in 
response to the Solicitation and the City’s answers thereto. The City is not responsible for the content 
of the questions and has provided the most comprehensive answers based on the interpretation of 
the questions. 

Q.1. Is a bid bond required for this project? 

A. No, a bid bond is not required for this project.  Please review section 7.1 of the 
solicitation where it lists the required payment, performance and maintenance bonds. 
 

Q.2. Per the manufacturer we cannot provide a 30 yr. NDL warranty with a .060 TPO 
membrane.  We can only provide up to a 25 yr. NDL warranty with this membrane.  If 
a 30 yr. is desired .080 TPO membrane will be required.  Please confirm what is 
desired. 

A. A 30-year NDL warranty is desired so the City will accept .080 TPO membrane. 
 

Q.3. If a 30 yr. NDL warranty is desired, the manufacturer requires either a coated glass 
facer (CGF) on the polyisocyanurate or 25 PSI polyisocyanurate.  Please confirm 
what is desired. 

A.  A 30-year NDL warranty is desired so the 25 PSI polyisocyanurate is acceptable. 
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Q.4. If a 30 yr. NDL warranty is desired, is premanufactured metal flashing desired as 
well for the warranty?  Example – Coping, edge metal, gutters, downspouts. 

A. A 30-year NDL warranty is desired and the City will accept premanufactured 
metal flashing.  
 

Q.5. Specification calls for replacing the existing bellows EJ with new.  Can this be 
replaced with a sponge tube?  If this is done then the entire wall can be covered with 
TPO running up and over the top of the wall for better water protection. 

A. The sponge tube application is acceptable.  
  

Q.6. Did the City perform a core cut of the existing roof? If so, can the results be 
provided? 

A. A core cut of the existing roof was performed and is shown below. 
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