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ADDENDUM #1 

REQUEST FOR PROPOSAL (RFP) 
NO. 2025-018 

 
Effective: February 11, 2025 
 

Solicitation Title: Replacement of Three Parking Garage Elevators 
 

Issued By: City of Gaithersburg 
Procurement Division 
31 S. Summit Avenue 
Gaithersburg, Maryland 20877 

 
 

The purpose of this Addendum is to publish the questions received regarding this solicitation and the 
associated responses. This Addendum is incorporated into and made part of the above-named 
Request for Proposals. The City is not responsible for the content of the questions and has provided 
the most comprehensive answers based on the interpretation of the questions. 
 
Below are the questions received and the City’s response: 

Q.1. Drawing A-201 note #12 states to re-finish elevator doors, Spec 142100 2.12F calls 
for new. Which is correct? 
 

A. New elevator doors shall be provided by the Offeror.  

Q.2. Please confirm both machine rooms doors and frames are ETR. 
 

A. Confirmed. 

Q.3. Please confirm a Full Time Superintendent is required. 
 

A. Confirmed.  This requirement is set forth in the RFP. 

Q.4. Please confirm Contractor is required to record and distribute progress meeting 
minutes. 
 

A. Confirmed.  This requirement is set forth in the RFP. 

Q.5. Please confirm a new steel platform with 2 – ¾” treated plywood layers is required 
for all 3 cars per 142100 2.12B. 
 

A. Confirmed.  Please refer to the specifications and drawings in the RFP for further 
information. 
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Q.6. Who is the existing Fire Alarm Provider and Manufacturer? 
A. Anaconda Protective Concepts, Inc. and Silent Knight, Inc. 

Q.7. Existing brick will be very difficult to match. Can insulated panels be used instead 
with the color to be chosen from the manufacturers selection? 

 
A. No.  All new work shall match the existing surroundings in appearance, dimension, 

and color.  Equal or similar brick shall be sourced by the Offeror and approved by 
the City’s Project Manager prior to installation. 

Q.8. Are there MBE requirements for this bid ? 
 

A. No, there are no MBE requirements for this project. 
 

Q.9. Do you have to be prequalified by the City of Gaithersburg prior to bidding on this 
solicitation ?  

A.  The contractor qualifications are set forth in the RFP in Section 2.4.  If your firm can 
verifiably meet those qualifications, no further prequalification will be required.  

Q.10. Does the prequalification of 5 years of experience refer to only the Elevator 
installation contractor or all  General Contractors and subcontractors intended 
to be utilized on the project ?  

A.  The contractor qualifications are set forth in the RFP in Section 2.4.  All 
contractors and subcontractors must meet the terms and conditions set forth in 
the section.  

Q.11.  Does the City of Gaithersburg  start the permit process for projects such as this 
and then the contractor applies for the trade and other applicable permits 
 

A. No, the Offeror shall be completely responsible for obtaining all of the required 
permits and inspections for the entire project per Section 2.5 of the RFP. 

 
Q.12.  Will Smartrise be accepted as an equal for controller manufacturer. 

 
A. Yes, Smartrise Elevator, Inc. is an acceptable alternative. 

Q.13.  Will the Owner consider an administrative NTP before the construction NTP to 
accommodate elevator materials submittals and fabrication lead times?  
 

A. No, only one Notice to Proceed (NTP) shall be issued.  However, within the 
framework of  Sections 2.3. and 8.3. of the RFP, timing accommodations may be 
made in order to allow for the acquisition of long lead items. 
 

Q.14.  Please provide the POC for the incumbent fire alarm servicer.  
 

A. The POC for the incumbent fire alarm service provider shall be provided upon 
award.   
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Q.15.  Please confirm that that there is no sprinkler work required for this contract. 

A. Confirmed. 

Q.16.  The drawings show only one (1) light fixture per elevator pit. Please confirm this 
is correct as typically more than one is required to meet code requirements. 

 
A. Quantity of fixtures is based on meeting ASME 17.1A illumination level of 10f-c 

minimum average.  Design photometric calculations indicated illumination values of 
20f-c.  No additional fixtures are required to meet ASME 17.1A, 2.2.5. 

Q.17.  Please confirm that new elevator lobby lighting is not part of this contract. 

A. Confirmed.  The scope of work is limited to that which is laid out in the RFP. 

Q.18.  Please confirm that a laydown/storage area will be provided to the contractor 
on-site at the garage. 
 
A. Confirmed.  A suitable storage area shall be identified for the Offeror prior to the 

commencement of any work. 

Q.19.  Please confirm that the owner will pay for the building permit fees. 
 
A. Confirmed.  Verifiable permit and inspection fees without mark-ups or overhead are 

allowed to be passed through to the Owner. 

Q.20.  Please confirm that an on-site temporary construction trailer is not required for 
this contract.  

 
A. The need of an on-site construction trailer will be the decision of the selected 

Contractor.   

Q.21. Section 142100, 2.10, E – How shall the contractor provide this alternate price? 
Can the bid form be revised?  
 
A. No, the bid form cannot be revised.  If an Offeror plans to provide an alternative 

price for an item, that can be done on a separate page that is attached to the Bid 
Sheet. 

Q.22.  Section 142100, section 2.9, B, i. – Due to the pipe rupture valve specified, tandem 
power units (2 pumps, 2 motors, and 2 valves) will be required to meet this 
specification section which are much more expensive and significantly larger 
than traditional “dry type” power units.  The use of tandem power units will cause 
clearance issues in the elevator machine rooms.  However, we can use typical “dry 
type” power units with the specified pipe rupture valve if the elevator speed can 
be slowed down from 125FPM to 100FPM which equates to about a 6 second 
longer run time floor to floor. Please confirm it will be acceptable to slow the 
elevator speed down to 100FPM to avoid the need to install the tandem power 
units.  
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A. Further investigation by Elevator consultant is required to adequately respond to 

this question. Pipe rupture valve specified to be examined.  The Architect’s elevator 
consultant unable to complete review and respond prior to 02/13/2025.  However , 
the elevator speed requirements set forth in the RFP must be adhered to.  

Q.23.  Please confirm this project is not subject to the Buy American Act. 
 
A. Confirmed. 

Q.24. Please confirm that BAS integration for the new HVAC and sump pumps is not 
required as a part of this contract.  
 
A. Confirmed. 

Q.25. Section 142100, section 2.11, A. – An electrostatic paint with graffiti resistant 
coating is not commercially available to the knowledge of our professional 
electrostatic finisher. Please clarify the specified graffiti resistant coating or 
confirm that the application of standard electrostatic painting (only) at hoistway 
frames will be acceptable.  

 
A. Standard electrostatic painting will be acceptable. 

 
 
 

~END OF ADDENDUM ~ 


